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Abstract—A new hybrid self-adaptive training approach-based
radial basis function (RBF) neural network for power transformer
fault diagnosis is presented in this paper. The proposed method
is able to generate RBF neural network models based on fuzzy
c-means (FCM) and quantum-inspired particle swarm optimization (QPSO), which can automatically configure network structure
and obtain model parameters. With these methods, the number
of neuron, centers and radii of hidden layer activated functions,
as well as output connection weights can be automatically calculated. This learning method is proved to be effective by applying the
RBF neural network in the classification of five benchmark testing
data sets, and power transformer fault data set. The results clearly
demonstrated the improved classification accuracy compared with
other alternatives and showed that it can be used as a reliable tool
for power transformer fault analysis.
Index Terms—Computational methods, particle swarm optimization, power transformer fault diagnosis, radial basis function
(RBF) neural network.

I. INTRODUCTION

P

OWER system stability depends on the reliable operation of various individual components within the network.
Power transformer is one of the necessary and significant units
in the transmission and distribution levels of a power system;
however, it is subjected to many different types of faults which
may cause interruptions in power supply, consequently result in
serious economic losses as well as social impacts. As a result,
effective fault diagnosis approaches are warrant to detect and
analyze the power transformer internal faults, and eliminate the
associated impacts to the lowest possible level.
To understand the phenomena of transformer faults, different
methods have been suggested and reported [1]–[9]. Dissolved
gas analysis (DGA) method has been widely accepted and used
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in the internal faults diagnosis of power transformers for years
[1]. Because once the internal faults occur, the rate of cellulose
and oil degradation will increase significantly. These fault gases
are produced by degradation of transformer oil and solid insulating materials. However, the key gas and ratio techniques are
mainly built on the knowledge/experience gained from previous
fault diagnosis, which might vary from utility to utility, and no
general mathematical rule can be summarized. Fortunately, the
artificial intelligence-based methods provide a perfect solution
to the deficiency, which include expert systems [2], fuzzy logics
[3], [4], artificial neural networks (ANNs) [5]–[8], and support
vector machine (SVM) [9]. The expert systems and fuzzy logic
approaches involve human expertise, and have many successful
applications. However, the major challenge is how to acquire
expert experience, and transform this prior human knowledge
into decision rules and membership functions. Furthermore, the
final accuracy largely depends on the completeness and representation of accumulated human experience/knowledge. ANNs
and SVMs have attracted widespread attention due to the mature
theory background as well as satisfactory analysis performance.
ANNs for power transformer fault analysis have been shown as
being able to give effective and reliable performance [5], [7].
The detailed studies of ANNs and SVMs for transformer fault
diagnosis are carried out in the following sections.
Due to a number of advantages compared with other types of
ANNs, including better approximation ability, simpler network
structure, and faster learning speed, radial basis function (RBF)
neural network is continuously increasing its popularity in many
fields. RBF neural network was first proposed in the late 1980s
[10]. Normally, it forms a special architecture, which consists
of three layers, namely input, hidden, and output layer. Each
hidden layer node adopts a radial activated function, and output
nodes implement a weighted sum of hidden unit outputs. The
structure of multi-input and single-output (MISO) RBF neural
network is represented in Fig. 1. Theoretically, RBF neural networks can approximate any continuous function defined on a
compact set to any prescribed degree of accuracy by sufficiently
expanding the networks structure [11]. Currently, the majority
of training schemes for RBF neural networks can be classified
as one-phase learning or two-stage training.
1) One-phase learning. With this scheme, the parameters of
hidden layer kernel functions and the output connection
weights are adjusted simultaneously with one objective
function, which is minimization of network output errors.
2) Two-stage training. Two layers of RBF neural network are
trained separately; firstly the parameters of hidden layer
kernel functions are determined in self-organizing manner
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Fig. 1. Typical MISO RBF neural network structure.

or assigned randomly, followed by the output connection
weights adjusted through various supervised techniques.
However, how to choose suitable network structures has
always been the problem which limits their wider applications.
A small network may never converge or take very long time
to converge, while a large one may converge very fast but lack
generalization ability. How to select the suitable structure for
neural network is still largely built on a trial and error basis.
Consequently, the key element for their further acceptance is to
develop a scheme which is able to automatically generate optimally structured neural networks by any given sample, which
ensures both strong learning and generalization capabilities.
However, one-phase learning scheme requires strong ability
for algorithm itself, due to the difficulties involved in high
dimension optimization problems, therefore comparatively
two-stage training method is preferable.
Normally, in a two-stage training approach for RBF neural
networks, the kernel function centers are determined by clustering approach. The popular clustering techniques are the hard
c-means (HCM) and fuzzy c-means (FCM), which belong to
unsupervised clustering approaches on the basis of computing
distance [12]. FCM is a data clustering technique in which each
data point belongs to a cluster, providing a method that shows
how to group the data that populate multidimensional space into
a specific number of different clusters [13]. It starts with a set
of initial guesses for cluster centers, which are intended to mark
the mean location of each cluster. With these initial cluster centers, it assigns every data point a membership grade to each
cluster. By iteratively updating the cluster centers as well as the
membership grades for each data point, FCM moves the cluster
centers to the right location within the data set. However, it is
worth noting that the unsupervised clustering algorithms are not
preferable in determining the number of hidden layer clusters,
especially when dealing with complex data distribution. In this
paper, based on FCM, a fuzzy clustering method is adopted.
When it comes to the calculation of output layer connection
weights, existing approaches mainly fall into three categories:
matrix inversion technique [14], gradient-based training method
[15], and global optimization approaches [16], [17]. The matrix
inversion method mainly deals with linear weights optimization
and it often suffers from the “curse of dimensionality” problem
when the network size is very large and sometimes the inverse
matrix does not exist at all. The gradient-based training methods
are quite fast provided that the gradient information of the error
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surface is known; however, most of them often easily fall into
local optima. The global optimization techniques are mainly
the evolutionary algorithms (EAs), such as genetic algorithm
(GA), differential evolution (DE), and particle swarm optimization (PSO). They can be used to train neural networks due to
their global optimization capabilities. Although these methods
do not always guarantee discovering the globally optimal solutions in finite time, they often provide reasonably good solutions. GA ensures population evolves and solution changes continually, however, they often lack a strong capacity of producing
the best offspring individuals and may experience slow convergence when approaching global optimum. DE is with no doubt
a very powerful method, but the greedy updating scheme and
intrinsic differential property may lead the evolution process be
trapped by local optima [18], [19]. PSO converges very quickly,
but has a slow fine-tuning ability of the solution. Once it gets
stuck into local optima, it is very hard to jump off it. Generally
speaking, each approach has its own advantages and drawbacks.
Many attempts try to merge some of their individual implementations together into a hybrid algorithm to overcome individual
disadvantages and to maximize their various advantages. Compared with other techniques, PSO is computationally inexpensive in terms of memory and speed. The most attractive features
of PSO can be summarized as, simple concept, easy implementation, fast speed, and robust capability [20]. In this paper, several concepts from quantum computing and immunology are
adopted to improve the search capability of conventional PSO,
and then quantum-inspired particle swarm optimization (QPSO)
[21] is introduced.
The paper is organized as follows: after introduction, FCM
and QPSO will be reviewed for completeness, followed by the
detailed steps of proposed approach. Then numerical simulations are presented and this methodology is tested with five
benchmark classification data sets, and power transformer fault
data set. Conclusions and further developments are given in the
last section.
II. CONFIGURATIONS OF RBF NEURAL NETWORK
A. RBF Neural Network Structure
A normal RBF neural network is a fully connected network
with three layers. The performance through the input layer to
the output layer compete the task of classification by dividing
the whole input space into several subspaces in the form of hyperellipsoid. Sometimes when the distribution of input data is
very sophisticated, the hyperellipsoid alone cannot deliver satisfactory performance. As a consequence, a composite structure
of RBF neural network is used, shown in Fig. 2, the combination
of hyperellipsoids and hyperplanes is used for partitioning the
input space; therefore, the input space can be flexibly divided
to enhance its classification ability [22]. Clearly, the neural network learning procedure consists of two parts, nonlinear part
and linear part, which will be discussed further in the following
sections.
,
is the input vector
The given data set is
is the
which denotes a pattern to be classified, and
associated desired output which denotes relevant class label. A
hidden layer neurons, the output of
typical network with
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. Update membership matrix, start
existed ones
algorithm with new centers. Repeat the above steps until satisis reached. Here this
factory result or maximum neuron
cluster range
is an experience value.
The FCM algorithm performs clustering by solving
(3)

(4)

Fig. 2. Hybrid RBF neural network structure.

hidden layer th Gauss kernel neuron for input vector
expressed as

can be

(1)
where are the kernel centers, and
is the kernel width.
The output for input vector can be calculated by

; admissible error
Step 1) For given data set, fix
; initial cluster center ; fuzzification constant , which denotes the degree of fuzzification
. If
, the membership degrees
of any pattern to any cluster tend to be either 0 or 1,
and approaches hard c-means; on the other hand; if
, the membership degrees of any pattern to
, thus producing
any cluster tend to be equal to
the highest level of fuzziness. Although no theoretically optimal value has been determined, the most
.
common choice is
.
is the memberStep 2) Calculate
to clusters centre ;
ship value of vector
is the Euclidean distance between and
:

(2)
where are the output connection weights, and
error bias.

(5)

is the output
. And
Step 3) Calculate
of clusters centers; for

is the array

B. Fuzzy C-Means
The number of hidden layer neurons is a major problem for
neural networks, also a matter for experimentation. For some
clustering methods, including FCM, the number of clusters
needs to be given in advance. Until now there are two main options: validity measures and compatible clustering merging. In
the former one, samples must be clustered several times, each
. The latter
time with a different number of clusters,
one starts with a large number of clusters, then proceeding by
gradually merging similar clusters to obtain fewer clusters. Here
should be large enough so that the nonlinearity of system
could be captured accurately. However, cluster number essentially depends on nonlinear extent of given data sample. When
lacking of enough prior knowledge, trial and error method is
usually used to choose proper value step by step, therefore, the
computation burden is undoubtedly aggravated.
In this paper, based on FCM, a fuzzy clustering approach is
adopted, where we can specify the range of hidden layer neube the data of patterns represented in feature
rons. Let
, then judge whether
space. Start cluster number at
new center should be added according to network performance.
If the result is not satisfactory, choosing a new cluster center
from the remaining samples which is different from the

(6)

Step 4) If maximum of iterations is reached or stop criterion
is met, then stop; otherwise,
jump to step 2.
Another critical component of kernel-based learning method
is the choice of appropriate cluster radii. Experimentally, it is
often treated as a constant according to the farthest distance between cluster centers and the number of clusters in a practical
problem to be solved. In this paper, the cluster radii are calculated by QPSO, together with the output connection weights.
C. Quantum-Inspired Particle Swarm Optimization
QPSO has stronger search ability and quicker convergence
speed since it not only introduces the concepts of quantum bit
and rotation gate, but also the distinguished implementations of
self-adaptive probability selection and chaotic sequences mutation. In QPSO, the state of a particle is depicted by quantum bit
and angle, instead of particle position and velocity in the conventional PSO. These concepts are defined as below.
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Quantum bit, the smallest unit in QPSO, is defined as a pair
of numbers:

(7)
The modulus
and
give the probabilities that
the quantum bit exists in states “0” and “1”, respectively, which
should satisfy
(8)
A string of quantum bits consist of a quantum bit individual,
which can be defined as

(9)
A quantum bit is able to represent a linear superposition of all
possible solutions by its probabilistic representations [23]–[25].
Because of the normalization condition, the quantum angle
can be represented as
(10)
Therefore, the quantum bit individual can be represented in
the form of quantum angle:

Fig. 3. Quantum rotation gate.

And quantum rotation gate can be illustrated in Fig. 3 [23].
Although the quantum bit and rotation gate representation
has better characteristics of population diversity, the premature
convergence problem could still appear. In order to address
this shortcoming, the self-adaptive probability selection and
chaotic sequences mutation are adopted. In the evolutionary
process, we observe the global best individual, suppose it has
not changed for iterations, then two quality discriminators will
be introduced, affinity and concentration. The affinity value
reflects the quality of quantum individual to the problem, and
the concentration indicates the proportion of similar individuals
in current population.
The individual affinity value can be defined as follows. We
calculate the fitness value of every individual in current population and rearranged the population in terms of the fitness value
in ascending sequence. The affinity is designed by using location index of quantum bit individual.

(11)
The fundamental update mechanism of QPSO is evolving
quantum bits and angles, by which the updated quantum bits
should still satisfy the normalization condition. The quantum
rotation gate update equation could be calculated by

(12)

(14)
where is the random number in (0,1).
The individuals should be returned to their original locations.
The most attractive feature of this definition is that the affinity
value is only relevant to the location index rather than the real
fitness value.
The individual concentration can be defined as

where
cognitive and social components;
random numbers in (0,1);
inertia weight;
angles change;
current angles;
local best angles;

(15)
otherwise.

(16)

Then, a roulette selection is implemented based on the
computed selection probabilities. This allocates every quantum
bit individual a probability of being selected proportionally
according to selection probabilities.
The selection probabilities can be expressed as

global best angles.

(17)
(13)
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Therefore, the quantum bit individuals can be selected according to individuals selection probabilities, guaranteeing that
the individuals having high affinity values could be selected; and
the one that has high concentration value could be rejected.
After that, the chaotic sequences mutation is implemented. A
widely used system evidencing chaotic behavior is the logistic
map, which can be expressed as follows:
(18)
The mutation implementation can be defined as
(19)
Notice that there is a user-defined control variable , mutation control constant. Selection of this value largely depends on
practical problem. Here according to our experience, the range
[0.1, 0.5] is a suitable option.
D. Steps of the Proposed Algorithm
The proposed learning scheme for RBF neural networks can
be described as follows.
Step 1) Each data set is randomly and proportionally divided
into three parts (training/validation/testing), which
are selected to evaluate the proposed network performance.
Step 2) Cluster range
, initial cluster center ,
; maximum iteration
admissible error for FCM
; cognitive and social components
and
; inertia weight
.
Step 3) Iteratively calculate and update the membership matrix and cluster center matrix in FCM. If the admissible error is reached or maximum iteration is met,
the processes of clustering stop.
Step 4) Calculate output connection weights and cluster radii
by QPSO, and save the best feasible solutions with
training and validation data sets.
In order to compare the performance, the following criteria is
adopted, namely root mean squared error (RMSE):
(20)
where is the true value, and is the network output.
If RMSE cannot reach given accuracy, then let
, go
to step 5; otherwise stop the algorithm and jump to step 6.
Step 5) According to the existing membership matrix ,
by computing
find new cluster center vector
(21)
Based on the new centers
, jumps to
step 3.
Step 6) The model that has the minimum error is selected as
the best model; calculate network output results of testing
data.
The general steps are shown in Fig. 4.

Fig. 4. Flowchart for the proposed approach.

III. BENCHMARK CLASSIFICATION DATA SETS
In order to test the performance of the proposed method, five
benchmark classification data sets are introduced here, namely
fisher iris data set, teaching assistant evaluation data set, thyroid
data set, haberman’s survival data set, and glass identification
data set [26].
1) Given data sets are randomly divided into three parts. The
training part is used in network learning, the validation part
is adopted to prevent over-fitting, and the testing part is
applied to test generalization ability.
2) In order to carry out comparisons, SVM [27], RVM
[28], NEWRB RBF (Con.) [29], QPSO RBF (Hyb.),
FCM-QPSO RBF (Con.), and FCM-SDE RBF (Hyb.) are
also used in the case studies in the following sections; see
Table I.
3) Note that each approach is typically associated with a few
model parameters that need to be provided before training
for best performance. The parameters of the first three approaches are optimized by DE [18].
4) In the test, the last four methods are run to get the optimal
hidden node number firstly, and then the remaining 49 trials
are all carried with this structure.
5) For 50 trials in each case study, all the output results are
rounded to the nearest integers.
6) All the programs are run on a 2.13-GHz, Intel Core 2, with
2G RAM PC.
A. Fisher Iris Data Set
The constructed RBF neural network is checked by the fisher
iris data set [30], which includes 150 data with four input features and three classes.
In this case study, 75/25/50 vectors are selected randomly for
training/validation/testing, respectively. Based on the data ob-
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TABLE I
SELECTED APPROACHES FOR COMPARISONS

Fig. 6. Results of FCM-QPSO (Hyb.)—TA evaluation data set.

TABLE III
RESULTS COMPARISON—TA EVALUATION DATA SET

Fig. 5. Results of FCM-QPSO (Hyb.)—fisher iris data set.

TABLE II
RESULTS COMPARISON—FISHER IRIS DATA SET

C. Thyroid Data Set

tained through 50 trials, the comparisons of classification performance by selected techniques are represented in Fig. 5 and
Table II.
B. Teaching Assistant Evaluation Data Set
The data consists of the performance evaluations of teaching
assistant assignments at the Statistics Department of the University of Wisconsin-Madison [31], which includes 151 data with
five input features and three classes.
In this case study, 75/25/51 vectors are selected randomly for
training/validation/testing, respectively. Based on the data obtained through 50 trials, the comparisons of classification performance by different approaches are represented in Fig. 6 and
Table III.

The thyroid data set [32] is used to check the classification
ability of the RBF neural network. The data set is used to try
to predict whether a patient’s thyroid to the class euthyroidism,
hypothyroidism, or hyperthyroidism, which includes 215 data
with five input features and three classes.
In this case study, 130/30/55 vectors are selected randomly
for training/validation/testing, respectively. Based on the data
obtained through 50 trials, the comparisons of the classification
performance by different methods are represented in Fig. 7 and
Table IV.

D. Haberman’s Survival Data Set
The Haberman’s survival data set [33] contains cases from
a study conducted at the University of Chicago’s Billings hospital on the survival of patients undergone surgery for breast
cancer, which includes 306 data with three input features and
two classes.
In this case study, 200/36/70 vectors are selected randomly
for training/validation/testing, respectively. Based on the data
obtained through 50 trials, the comparisons of the classification
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TABLE V
RESULTS COMPARISON—HABERMAN’S SURVIVAL DATA SET

Fig. 7. Results of FCM-QPSO (Hyb.)—thyroid data set.

TABLE IV
RESULTS COMPARISON—THYROID DATA SET

Fig. 9. Results of FCM-QPSO (Hyb.)—glass identification data set.

obtained through 50 trials, the comparisons of the classification
performance by different methods are represented in Fig. 9 and
Table VI.
F. Results Analysis

Fig. 8. Results of FCM-QPSO (Hyb.)—Haberman’s survival data set.

performance by different methods are represented in Fig. 8 and
Table V.
E. Glass Identification Data Set
The study of classification of types of glass was motivated by
criminological investigation. This data set totally includes 214
data with nine input features and seven classes [34].
In this case study, 130/30/54 vectors are selected randomly
for training/validation/testing, respectively. Based on the data

1) Note that each approach is typically associated with a
few model parameters that need to be provided before
training for best performance. Specifically, like the SVM
and RVM, the Gaussian kernels and associated parameters
should be provided; in addition, for SVM, the regularization parameter should be given. Compared to SVM, RVM
does not need the tuning of a regularization parameter
during training phase. For the normal neural network
training schemes, the number of hidden layer neurons, and
associated parameters need to be fixed in advance. We suggest that in order to get superior computing performance,
these parameters should have problem-oriented values.
2) Obviously, as is shown in the above tables, we can conclude that the proposed method demonstrates superior
performance in classification accuracy, as compared to
other selected alternatives in majority of the cases. It not
only achieves higher training accuracies, but also maintains stronger generalization ability. Moreover, with the
hybrid structure, the required hidden layer nodes and the
computation time are reduced accordingly.

MENG et al.: A SELF-ADAPTIVE RBF NEURAL NETWORK CLASSIFIER FOR TRANSFORMER FAULT ANALYSIS

1357

TABLE VI
RESULTS COMPARISON—GLASS IDENTIFICATION DATA SET

TABLE VII

Fig. 10. Principal component projection map.

POWER TRANSFORMER DATA SET

3) It can be seen that the first three approaches require much
less time in the case studies, that is because we did not
take into account of the time of parameters optimization. If
the relevant process is added, the computational time will
increase largely, especially for SVM.
4) All these results establish the ground of further application
of the proposed methods for power transformer fault analysis.
IV. POWER TRANSFORMER FAULT ANALYSIS
SIMULATION EXAMPLES

Fig. 11. Results of FCM-QPSO (Hyb.)—power transformer fault data.

The 75 sets of historical data of one power transformer are
collected for case studies [9]. The data samples are then divided
into two parts: training and validation sample (50 data set), and
testing sample (25 data set). In the case studies, 40/10 data are
selected from data sample for training/validation, respectively.
The specific data set information is summarized in Table VII.

From the principal component projection distribution map, it
can be observed that the normal state data sparse scatter among
the other data samples, which cannot easily be distinguished.
And several low-energy data points distribute within the highenergy discharge data area, which may cause difficulties in classification. But the thermal heating data and the high-energy discharge data can readily be classified.
Based on the data obtained through 50 trials, the comparisons of the performance by different methods are represented
in Fig. 11 and Table VIII.
In order to test the robustness of the proposed algorithm, 5%
Gaussian distribution random noise was added to the original
data sample. Based on the data obtained through 50 trials, the
comparisons of the performance by different approaches are
represented in Fig. 12 and Table IX.
The testing result shows that RBF neural network can still
classify the testing samples effectively compared with the other
methods. Although it does not reach the best results among all
the approaches, it balances the training and testing accuracy.

B. Single Classifier

C. Cascade Classifiers

Through principal component analysis (PCA) [35], we can
clearly see the data distribution, shown in Fig. 10.

In the case study, cascade classifiers is introduced, which was
proposed in [9]. Based on the characteristics of different faults,

In power transformer fault identification, four types of states
need to be identified, including normal state, thermal heating,
low-energy discharge, and high-energy discharge. When abnormal phenomena such as overheating occur, the insulating
transformer oil will degrade and produce many byproducts. The
,
,
, and
ratios of these combustible gases, ,
, are closely related to the fault types. The pattern, degree,
and trend of abnormality can be determined by monitoring the
concentrations and growth of these combustible gases.
A. Power Transformer Data Set
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TABLE VIII
RESULTS COMPARISON—POWER TRANSFORMER FAULT DATA SET

Fig. 13. Structure of cascade classifiers.

Fig. 14. Single case principal component projection map.

TABLE X
RESULTS COMPARISON—POWER TRANSFORMER FAULT ANALYSIS
Fig. 12. Results of FCM-QPSO (Hyb.)—power transformer data with noise.

TABLE IX
RESULTS COMPARISON—POWER TRANSFORMER FAULT DATA SET WITH NOISE

D. Results Analysis

three single models are developed to identify the four types of
faults, respectively. The structure of these cascade classifiers is
represented in Fig. 13.
From Fig. 14, it can be observed that the principal component data congregate around the neighborhood of the coordinate origin, which is the normal principal component projection
region. Meanwhile, the other data deviate far from the normal
sample and can readily be classified.
Based on the data obtained through 50 trials, the comparisons
of the testing performance by different approaches are given in
Table X.

As shown in the results, we can conclude that the proposed
training method for RBF network overcomes the blindness in
choosing suitable neural network structure and in determining
the centers and radii of radial basis function. Contrary to the
most standard RBF neural network learning methods, where the
network structure is selected by a time consuming trial and error
procedure, the RBF neural network structure can be automatically determined for any given data by this proposed algorithm.
Although the proposed neural network training algorithm
needs more time in learning, obviously the RBF neural network
optimized by this method ensures the overall generation ability.
The application of this hybrid RBF neural network structure not
only results in less training time but also better generalization
ability. The promising classification ability on the benchmark
data sets illustrated the efficiency of the proposed method.
However, each approach has its own merits and drawbacks.
Although in the SVM and RVM, the number of support vectors
(SV) or relevance vectors (RV), are determined automatically,
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there are still some parameters are need to provided in advance.
Furthermore, in order to get superior computing performance,
these parameters should have problem-oriented values.
The drawback of the proposed scheme is the computational
speed, because of long selection procedure for suitable number
of hidden layer nodes. There are three options to improve the
computational speed. 1) Try to reduce the range of hidden layer
neurons; 2) Compute the kernel function width with effective
mathematical methods, like the nelder-mead simplex method or
maximum likelihood method; 3) Faster EAs can be designed to
accelerate the optimization process.
V. CONCLUSION
This paper has presented a self-adaptive RBF neural
network-based DGA methods for power transformer fault diagnosis. The proposed learning approach is able to generate RBF
neural network models based on specially designed FCM and
QPSO, which can auto-configure the structure of networks and
obtain the model parameters. The availability of this method
is proved by applying RBF neural network in classification
of five famous benchmark data sets, and power transformer
history faults dataset. The result suggests that the proposed
training algorithms have good performance on data clustering,
improving stability and generalization ability of RBF neural
networks. The promising neural network performance on the
validation data sets illustrates the improved accuracy of the
proposed method when compared to the other alternatives and
showed that it could be used as a reliable tool for transformer
fault analysis.
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